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IN-UHE PRESSURE
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AC - ACID
AFO - ADJUSTABLE FREQUENCY DRIVE

AL - ALUM
AP - ANIONIC POLYMER
AS - AIR SUPPLY
CP - CATIONIC POLYMER/CONTROL PANEL
DF _ DAF. FLOAT

DI - OAF. INFLUENT/DUCTILE IRON
DR - DAP, RECYCLE

DWI/ - DRAIN, WASTE, & VENT
EF - EFFLUENT FEED

EFB - EFFLUENT BYPASS
EEO - EFFLUENT DISCHARGE
EFR - EFFLUENT RECYCLE

ES - ELECTRICAL SUPPLY
F - FIRE SPRINKLER

F.C, - FAIL CLOSED
ED - FLOOR DRAIN

F.O. - FAIL OPEN
NOR - HAND-OFF-AUTO
HEIR - HAND-OFF-REMOTE
I/O - ON/OFF
L/A - LOCAL/AUTO
HUE - TELEMETRY MULTIPLEXING

NAOH - SODIUM HYDROXIDE
N.C. - NORMALLY CLOSED
N.O. - NORMLLY OPEN
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OIL - OIL
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PLC - PROGRAMMABLE LOGIC CONTROLLER
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PT - PRESSURE TAP
PVC - POLYVINYL CHLORIDE
PW - PLANT WATER

S - SEWER
SA - SAMPLE
SD - SLUDGE DISCHARGE
SP - SUMP PUMP

STL - SIULL
TURK - TURBIDITY

LINO - UNLESS NOTED OTHERWISE
V - VENT ABOVE ELEVATION

VSD - VARIABLE SPEED DRIVE (VFD)
WIS - WASTE TO SEWER

OWN - WASTEWATER BYPASS
WAIF - WASTEWATER FEED

WWI - WASTEWATER INFLUENT
WWR - WASTEWATER RECYCLE
WWS - WASTEWATER STORAGE

NOTES:
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